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ADDENDUM 1 
 

DATE:  October 4, 2016  
   
REFERENCE: City of Rockville  
 Invitation for Bid: IFB 01-16 

Water Storage Tank Rehabilitation Various Locations: 
Hunting Hill Ground Storage Tank And Carr Avenue 
Standpipe 

   
 Scheduled Submittal Deadline: Tuesday, October 11, 2016 at 2:00 P.M. (Eastern) 
   

 

 

Please note the following additions, revisions, clarifications, corrections and/or deletions have been made to the 
above referenced Invitation for Bid (IFB): 
 
Addition 1: 
 
The following requirement has been added to Section IV – Technical Specifications: 
 
“Maryland is the first of the Ozone Transport Commission (OTC) States to adopt a stricter set of regulations for industrial 
maintenance coatings (250 grams/liter). During the 2015/2016 design phase and bidding process for this project, these 
new OTC regulations have been mandated, which are scheduled to go into effect in January 2017, when the work is 
expected to commence. All references to manufacturer’s and coating materials in the specifications must provide written 
approval or certification from the manufacturer that the approved systems referenced in the bid documents and/or 
proposed “or equal” substitutes, will meet the new OTC VOC requirements and the life expectancy and performance of 
the protective coating system will not be altered.  In addition, the finish coating must be applied by brush and roll, as 
specified by the manufacturer’s technical data sheet.” 
 
Addition 2: 
 
The following requirement has been added to Section IV, Technical Specifications Section 05120—Structural Steel, c) (2), 
on Page 222 of 739: 

 
“The Contractor shall furnish with the shop drawing submittals, certification from the manufacturer that the Roof 
Anchorage Clips/Lugs to be installed are capable of supporting at least 5,000 pounds. Contractor shall include catalog 
cut sheets and instructions for proper installation. Contractor shall be required to install fall arrest rigging lugs as 
specified, and which meet the requirements set forth in 29 CFR 1926.502(d). The approved manufacturer shall be 
Reliance “or approved equal”. Submittals shall include certification from the manufacturer for their intended service. 
See attached Reliance Cut Sheet (Attachment A).” 

 
Clarification 1: 
 
All references and/or requirements regarding the use of tobacco products contained within the Invitation for Bid shall 
remain as originally written, where the omission of the Hunting Hill and Carr Avenue water storage tank facilities from the 
City letter to Montgomery County, Maryland of October 9, 2015 (Attachment B) shall have no bearing on any decision 
made by the City’s Project Manager regarding the use of tobacco products at the Hunting Hill and Carr Avenue water 
storage tank facilities during the course of performing any subsequent contract. 
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Clarification 2: 
 
In the event interested parties are unable to appear in person to obtain plans/drawings, the Plan Holder Registration Form 
and Application For Requesting Engineering Records/Information Form, along with all other required documentation may 
be submitted to the City via U.S. Mail or other carrier service for review and processing.  Please note, a valid FedEx 
account number, belonging to the requesting party, must be provided to the City in order to forward the plans/drawings. 
 
Revision 1: 
 
Section IV, Technical Specifications Section 01050—Scope of Work, E. Time Limitations, on Page 63 of 739 has been 
revised and replaced as follows: 

 
“The Carr Avenue tank can be taken out of service at any time, including the peak water demand periods between 
May 30 and September 1. The Hunting Hill tank may not be out of service during peak water demand periods 
between May 30 and September 1, unless the City determines the tank can be out of service during this time 
period, without impacting the water distribution system. Written authorization from the City is required. Only one 
(1) tank can be removed from service at any time.” 

 
Revision 2: 
 
Table 1 contained in Section IV - Technical Specifications, Section 01330—Submittals, on Pages 100 and 101 of 739 has 
been revised in Accordance with Attachment C. 
 
Revision 3: 
 
Bidders shall be advised of the revised products recommended by Tnemec to help facilitate compliance of the new OTC 
standard, which shall now be part of the contract documents. These products are listed in the Technical Specifications—
Interior Painting (Section 09900) and Exterior Painting (Section 09906). 
 

 

Product Currently In Technical Specs Replace With this Product Interior/Exterior IFB Page # 

        

Tnemec Series N140 Tnemec Series L140 Interior 326 

Tnemec Series N140F Tnemec Series L140F Interior 326 

Tnemec N140N Tnemec L140 
Interior (Stripe Coat-
Brushed) 329 

Tnemec Hydro-Zinc Series 91-H20 
Tnemec Hydro-Zinc Series 94-
H20 Interior (Primer) 329 

Tnemec Series 69 Hi-Build Epoxoline II  
Tnemec Series L69 Hi-Build 
Epoxoline II  Exterior (Stripe Coat) 355 

Tnemec Series 73 Endura-Shield 
Tnemec Series 1075 Endure-
Shield II 

Exterior (Intermediate 
Coat) 353, 355 

Tnemec Series 701 Tnemec Series V700 or V701 Exterior (Finish Coat) 355 

 
 
Additionally, we have received the following questions/comments concerning this Invitation for Bid.  Responses 
to these questions are also provided, where additions, revisions, clarifications, corrections, and/or deletions 
found within the City’s response are incorporated into this Addendum: 
 
 
1) If it rains for a few days and the contractor must work outside of normal working hours, for example Saturday and 

Sunday, is that allowed? 
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RESPONSE: 
 
Yes, that is allowed. Refer to Section III, page 43 of 739, which states, “Work shall be permitted outside of 
standard work hours of Monday through Friday, 7:00 am through 5:00 pm (except City of Rockville holidays), 
with prior written approval obtained by the Chief of Construction Management or his designee.”  
 
 

2) Is the contractor required to pay overtime to the CM/I (inspection consultant)? 
 
RESPONSE: 

 
Yes. Refer to Section IV, Technical Specifications, Section 01450—Quality Control and Testing (page 109 of 
739), 1.8 Paint Environment, A.1.b. Addition: Overtime is defined as working greater than forty (40) hours per 
week. 

 
 
Please sign below to acknowledge receipt of addendum and return with your bid. 
 
 
Sincerely, 
 
 
 
Jonathan Pierson, CPSM, C.P.M. 
Principal Buyer 
 
 
 
 
 

Company Name  Authorized Signature 
 
 

  
 
 
 

Date   

 
 

JWP/jwp 
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ATTACHMENT A 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT A - CONTINUED 
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ATTACHMENT B 
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ATTACHMENT B – CONTINUED 
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ATTACHMENT C 

 


